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program revision submitted pursuant 
to § 142.12 of this chapter, the State’s 
formula shall be used to aggregate 
multiple measurements taken at a 
sampling point for the water quality 
parameter in lieu of the formula in this 
paragraph. 

(2) On days when only one measure-
ment for the water quality parameter 
is collected at the sampling location, 
the daily value shall be the result of 
that measurement. 

(3) On days when no measurement is 
collected for the water quality param-
eter at the sampling location, the daily 
value shall be the daily value cal-
culated on the most recent day on 
which the water quality parameter was 
measured at the sample site. 

(h) Modification of State treatment de-
cisions. Upon its own initiative or in re-
sponse to a request by a water system 
or other interested party, a State may 
modify its determination of the opti-
mal corrosion control treatment under 
paragraph (d) of this section or optimal 
water quality control parameters 
under paragraph (f) of this section. A 
request for modification by a system or 
other interested party shall be in writ-
ing, explain why the modification is 
appropriate, and provide supporting 
documentation. The State may modify 
its determination where it concludes 
that such change is necessary to ensure 
that the system continues to optimize 
corrosion control treatment. A revised 
determination shall be made in writ-
ing, set forth the new treatment re-
quirements, explain the basis for the 
State’s decision, and provide an imple-
mentation schedule for completing the 
treatment modifications. 

(i) Treatment decisions by EPA in lieu 
of the State. Pursuant to the procedures 
in § 142.19, the EPA Regional Adminis-
trator may review treatment deter-
minations made by a State under para-
graphs (d), (f), or (h) of this section and 
issue federal treatment determinations 
consistent with the requirements of 
those paragraphs where the Regional 
Administrator finds that: 

(1) A State has failed to issue a treat-
ment determination by the applicable 
deadlines contained in § 141.81, 

(2) A State has abused its discretion 
in a substantial number of cases or in 

cases affecting a substantial popu-
lation, or 

(3) The technical aspects of a State’s 
determination would be indefensible in 
an expected Federal enforcement ac-
tion taken against a system. 

[56 FR 26548, June 7, 1991, as amended at 65 
FR 2004, Jan. 12, 2000] 

§ 141.83 Source water treatment re-
quirements. 

Systems shall complete the applica-
ble source water monitoring and treat-
ment requirements (described in the 
referenced portions of paragraph (b) of 
this section, and in §§ 141.86, and 141.88) 
by the following deadlines. 

(a) Deadlines for completing source 
water treatment steps—(1) Step 1: A sys-
tem exceeding the lead or copper ac-
tion level shall complete lead and cop-
per source water monitoring 
(§ 141.88(b)) and make a treatment rec-
ommendation to the State 
(§ 141.83(b)(1)) no later than 180 days 
after the end of the monitoring period 
during which the lead or copper action 
level was exceeded. 

(2) Step 2: The State shall make a de-
termination regarding source water 
treatment (§ 141.83(b)(2)) within 6 
months after submission of monitoring 
results under step 1. 

(3) Step 3: If the State requires instal-
lation of source water treatment, the 
system shall install the treatment 
(§ 141.83(b)(3)) within 24 months after 
completion of step 2. 

(4) Step 4: The system shall complete 
follow-up tap water monitoring 
(§ 141.86(d)(2) and source water moni-
toring (§ 141.88(c)) within 36 months 
after completion of step 2. 

(5) Step 5: The State shall review the 
system’s installation and operation of 
source water treatment and specify 
maximum permissible source water 
levels (§ 141.83(b)(4)) within 6 months 
after completion of step 4. 

(6) Step 6: The system shall operate in 
compliance with the State-specified 
maximum permissible lead and copper 
source water levels (§ 141.83(b)(4)) and 
continue source water monitoring 
(§ 141.88(d)). 

(b) Description of source water treat-
ment requirements—(1) System treatment 
recommendation. Any system which ex-
ceeds the lead or copper action level 
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shall recommend in writing to the 
State the installation and operation of 
one of the source water treatments 
listed in paragraph (b)(2) of this sec-
tion. A system may recommend that 
no treatment be installed based upon a 
demonstration that source water treat-
ment is not necessary to minimize lead 
and copper levels at users’ taps. 

(2) State determination regarding source 
water treatment. The State shall com-
plete an evaluation of the results of all 
source water samples submitted by the 
water system to determine whether 
source water treatment is necessary to 
minimize lead or copper levels in water 
delivered to users’ taps. If the State de-
termines that treatment is needed, the 
State shall either require installation 
and operation of the source water 
treatment recommended by the system 
(if any) or require the installation and 
operation of another source water 
treatment from among the following: 
Ion exchange, reverse osmosis, lime 
softening or coagulation/filtration. If 
the State requests additional informa-
tion to aid in its review, the water sys-
tem shall provide the information by 
the date specified by the State in its 
request. The State shall notify the sys-
tem in writing of its determination and 
set forth the basis for its decision. 

(3) Installation of source water treat-
ment. Each system shall properly in-
stall and operate the source water 
treatment designated by the State 
under paragraph (b)(2) of this section. 

(4) State review of source water treat-
ment and specification of maximum per-
missible source water levels. The State 
shall review the source water samples 
taken by the water system both before 
and after the system installs source 
water treatment, and determine wheth-
er the system has properly installed 
and operated the source water treat-
ment designated by the State. Based 
upon its review, the State shall des-
ignate the maximum permissible lead 
and copper concentrations for finished 
water entering the distribution system. 
Such levels shall reflect the contami-
nant removal capability of the treat-
ment properly operated and main-
tained. The State shall notify the sys-
tem in writing and explain the basis for 
its decision. 

(5) Continued operation and mainte-
nance. Each water system shall main-
tain lead and copper levels below the 
maximum permissible concentrations 
designated by the State at each sam-
pling point monitored in accordance 
with § 141.88. The system is out of com-
pliance with this paragraph if the level 
of lead or copper at any sampling point 
is greater than the maximum permis-
sible concentration designated by the 
State. 

(6) Modification of State treatment deci-
sions. Upon its own initiative or in re-
sponse to a request by a water system 
or other interested party, a State may 
modify its determination of the source 
water treatment under paragraph (b)(2) 
of this section, or maximum permis-
sible lead and copper concentrations 
for finished water entering the dis-
tribution system under paragraph (b)(4) 
of this section. A request for modifica-
tion by a system or other interested 
party shall be in writing, explain why 
the modification is appropriate, and 
provide supporting documentation. The 
State may modify its determination 
where it concludes that such change is 
necessary to ensure that the system 
continues to minimize lead and copper 
concentrations in source water. A re-
vised determination shall be made in 
writing, set forth the new treatment 
requirements, explain the basis for the 
State’s decision, and provide an imple-
mentation schedule for completing the 
treatment modifications. 

(7) Treatment decisions by EPA in lieu 
of the State. Pursuant to the procedures 
in § 142.19, the EPA Regional Adminis-
trator may review treatment deter-
minations made by a State under para-
graphs (b) (2), (4), or (6) of this section 
and issue Federal treatment deter-
minations consistent with the require-
ments of those paragraphs where the 
Administrator finds that: 

(i) A State has failed to issue a treat-
ment determination by the applicable 
deadlines contained in § 141.83(a), 

(ii) A state has abused its discretion 
in a substantial number of cases or in 
cases affecting a substantial popu-
lation, or 
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(iii) The technical aspects of a 
State’s determination would be inde-
fensible in an expected Federal enforce-
ment action taken against a system. 

[56 FR 26548, June 7, 1991, as amended at 72 
FR 57815, Oct. 10, 2007] 

§ 141.84 Lead service line replacement 
requirements. 

(a) Systems that fail to meet the lead 
action level in tap samples taken pur-
suant to § 141.86(d)(2), after installing 
corrosion control and/or source water 
treatment (whichever sampling occurs 
later), shall replace lead service lines 
in accordance with the requirements of 
this section. If a system is in violation 
of § 141.81 or § 141.83 for failure to install 
source water or corrosion control 
treatment, the State may require the 
system to commence lead service line 
replacement under this section after 
the date by which the system was re-
quired to conduct monitoring under 
§ 141.86(d)(2) has passed. 

(b)(1) A water system shall replace 
annually at least 7 percent of the ini-
tial number of lead service lines in its 
distribution system. The initial num-
ber of lead service lines is the number 
of lead lines in place at the time the 
replacement program begins. The sys-
tem shall identify the initial number of 
lead service lines in its distribution 
system, including an identification of 
the portion(s) owned by the system, 
based on a materials evaluation, in-
cluding the evaluation required under 
§ 141.86(a) and relevant legal authorities 
(e.g., contracts, local ordinances) re-
garding the portion owned by the sys-
tem. The first year of lead service line 
replacement shall begin on the first 
day following the end of the moni-
toring period in which the action level 
was exceeded under paragraph (a) of 
this section. If monitoring is required 
annually or less frequently, the end of 
the monitoring period is September 30 
of the calendar year in which the sam-
pling occurs. If the State has estab-
lished an alternate monitoring period, 
then the end of the monitoring period 
will be the last day of that period. 

(2) Any water system resuming a lead 
service line replacement program after 
the cessation of its lead service line re-
placement program as allowed by para-
graph (f) of this section shall update its 

inventory of lead service lines to in-
clude those sites that were previously 
determined not to require replacement 
through the sampling provision under 
paragraph (c) of this section. The sys-
tem will then divide the updated num-
ber of remaining lead service lines by 
the number of remaining years in the 
program to determine the number of 
lines that must be replaced per year (7 
percent lead service line replacement is 
based on a 15-year replacement pro-
gram, so, for example, systems resum-
ing lead service line replacement after 
previously conducting two years of re-
placement would divide the updated in-
ventory by 13). For those systems that 
have completed a 15-year lead service 
line replacement program, the State 
will determine a schedule for replacing 
or retesting lines that were previously 
tested out under the replacement pro-
gram when the system re-exceeds the 
action level. 

(c) A system is not required to re-
place an individual lead service line if 
the lead concentration in all service 
line samples from that line, taken pur-
suant to § 141.86(b)(3), is less than or 
equal to 0.015 mg/L. 

(d) A water system shall replace that 
portion of the lead service line that it 
owns. In cases where the system does 
not own the entire lead service line, 
the system shall notify the owner of 
the line, or the owner’s authorized 
agent, that the system will replace the 
portion of the service line that it owns 
and shall offer to replace the owner’s 
portion of the line. A system is not re-
quired to bear the cost of replacing the 
privately-owned portion of the line, nor 
is it required to replace the privately- 
owned portion where the owner chooses 
not to pay the cost of replacing the pri-
vately-owned portion of the line, or 
where replacing the privately-owned 
portion would be precluded by State, 
local or common law. A water system 
that does not replace the entire length 
of the service line also shall complete 
the following tasks. 

(1) At least 45 days prior to com-
mencing with the partial replacement 
of a lead service line, the water system 
shall provide notice to the resident(s) 
of all buildings served by the line ex-
plaining that they may experience a 
temporary increase of lead levels in 
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